4/13/26, 3:49 PM

Inspection No: INSP-20697

Inspection Type: General NSPIRE Inspection

Escort Name: [saac Ortega
Property Type:

Inspection Start Date/Time: 5/21/2024 11:11 AM

Inspection Report With Scores 04-13-2026 05_39 PM.html

Report Created: 4/13/2026 3:39 PM

Property: (CA139000001) -
Inspector: ,

Escort Email: isaac.ortega@humangood.org

Scattered Site:

Inspection End Date/Time: 5/21/2024 3:08 PM

Preliminary Scores

Preliminary Inspection Score: 96

Preliminary Calculated Score: 96
Preliminary Units Threshold: 0

Preliminary Property Threshold: 4
Preliminary Projected Inspection Score: 92
Preliminary Non-Scored Symbols: *

Building/Unit Inspection Data

Inspection Date: 5/21/2024

Present During Inspection: Yes

Final Scores

Final Inspection Score: 96

Final Calculated Score: 96

Final Units Threshold: 0.48

Final Property Threshold: 4

Final Projected Inspection Score: 92
Final Non-Scored Symbols: »

Final Review: Accept

Inspection
Type
Property Total Sample Size Total Units Inspected
Buildings 2 2 2
Units 78 23 23
Occupancy Information
Occupancy Rate(%)
99
Deficiency Summary
Inspectable Area Life-Threatening Severe Moderate Low
Inside 1 1 1 0
Outside 0 0 1 0
Units 0 7 2 0

Scoring Summary
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Inspection Summary Report - INSP-20697

Buildings/Units:

Building/Unit Name

Address

Comments

LOMO001

24925 WALNUT STREET, LOMITA, CA, 90717, US

315-A

314-A

310-A

308-A

Vacant - VACANT UNIT

307-A

217-A

216-A

211-A

208-A

202-A

111-A

110-A

107-A

101-A

LOMO002

24925 WALNUT STREET, LOMITA, CA, 90717, US

305-B

301-B

210-B

Resident refusal - TENANT REFUSAL

207-B

206-B

110-B

106-B

102-B

309-B

308-B

307-B

Inspectable Areas Deficiencies:

Outside

Deficiency
Details

Deficiency
Name

Location

Comments

Deficiency
Picture

Deduction
Pts.

Repeat
Indicator

Severity

Roof assembly
has a hole.

QR-5240553

Building Site N

UNIT 308B BALCONY SOFFIT
VENT DAMAGE

0.2

Not Repeat

Moderate

Building - LOMO001

Deficiency
Details

Deficiency
Name

Comments Deficiency Picture

Deduction Pts.

Repeat
Indicator

Severity
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Testing indicates
a three-pronged
outlet is not
properly wired
or grounded.

QR-5253282

3RD FL HALL/LOBBY AREA NEAR
UNIT 317 OUTLET TESTER
INDICATES OPEN GROUND

0.6

Not Repeat

Severe

Units (Unit - 111-A / Building - LOMO001)

Deficiency
Details

Deficiency
Name

Comments

Deficiency Picture

Deduction Pts.

Repeat
Indicator

Severity

An unprotected
outlet is present
within six feet of
a water source.

QR-5254006

UNPROTECTED OUTLET PRESENT
WITHIN 6' FROM SINK

Not Repeat

Severe

Units (Unit - 217-A / Building - LOMO001)

Deficiency
Details

Deficiency
Name

Comments

Deficiency Picture

Deduction Pts.

Repeat
Indicator

Severity

A burner does
not produce
heat, but at least
1 other burner is
present on the
cooking range
or cooktop and
does produce
heat.

QR-5253791

1 BACK LEFT BURNER(S) INOP

0.2

Not Repeat

Moderate

Ceiling has an
unstable surface.

QR-5253752

BLISTERING AND SOFT AREA

0.2

Not Repeat

Moderate

Building - LOMO002

Deficiency
Details

Deficiency
Name

Comments

Deficiency Picture

Deduction Pts.

Repeat
Indicator

Severity

Exit sign is
damaged,
missing,
obstructed, or
not adequately
illuminated.

QR-5253369

EXIT SIGN NEAR UNIT 106 INOP
WHEN TESTED

2.4

Not Repeat

Life-Threatening
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Chute door does

3RD FLOOR TRASH ROOM CHUTE

within six feet of
a water source.

WITHIN 6' FROM SINK

not open or self- | QR-5253328 DOOR DOES NOT LATCH 0.2 Not Repeat Moderate
close and latch.
Units (Unit - 307-B / Building - LOM002)
Deficiency Deficiency g " . Repeat .
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present UNPROTECTED OUTLET PRESENT
within six feet of | QX>224430 | \WiTHIN 6' FROM SINK 0 Not Repeat Severe
a water source.
Units (Unit - 309-B / Building - LOM002)
Deficiency Deficiency no . . Repeat .
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present UNPROTECTED OUTLET PRESENT
within six feet of | X243 L WiTHIN 6' FROM SINK 0 Not Repeat Severe
a water source.
Units (Unit - 102-B / Building - LOM002)
Deficiency Deficiency A . q Repeat q
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present UNPROTECTED OUTLET PRESENT
within six feet of | 224297 | \WITHIN 6' FROM SINK 0 Not Repeat Severe
a water source.
Units (Unit - 106-B / Building - LOM002)
Deficiency Deficiency A q q Repeat q
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present QR-5254263 UNPROTECTED OUTLET PRESENT 0 Not Repeat Severe
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Units (Unit - 206-B / Building - LOM002)

within six feet of
a water source.

WITHIN 6' FROM SINK

Deficiency Deficiency g " . Repeat .
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present UNPROTECTED OUTLET PRESENT
within six feet of | QR>224198 WITHIN 6' FROM SINK 0 Not Repeat Severe
a water source.
Units (Unit - 301-B / Building - LOM002)
Deficiency Deficiency no . . Repeat .
Details Name Comments Deficiency Picture Deduction Pts. Indicator Severity
An unprotected
outlet is present QR-5254133 UNPROTECTED OUTLET PRESENT 0 Not Repeat Severe

1. Asterisk (*) - Smoke Detector
2. Plus (+) - Carbon Monoxide
3. Caret (*) - Not Scored for 12 Months
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